SC—-38/59—1H43—SUPER ISO.VALVE (2) RM 0026
MOHAWK—BELL CKTS. TO FIELD

TO FAP1-MOD8—-#32,35 — 2ND,3RD,4TH FLR. BELLS

MOHAWK—BELL CKTS. TO FIELD
TO FAP 1A—MOD11—-#3,4 — BSMT,1ST FLR. BELLS
TO FAP1-MOD8—-#8,11

TO FAP1—-MOD13—#8,11

4C—43/60—1H27 TO BSMT WFS BK

TWISTED BK,BN,BU

4C—43/38—1H27 TO JB144—TB5#12,13

TO FAP'S

27PR BELDEN

TO DOOR HOLD

(E)—19PR-18

TO JB 1A#2
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MOHAWK—XMISSION LINE-TO SC10
MOHAWK—XMISSION LINE—-TO JB144
MOHAWK—XMISSION LINE-TO TX145
MOHAWK—XMISSION LINE-TO JB146

WH
BLU
BN
WH
WH
GRN
ORG
WH
WH
GRA

BU

GRN

ORG

BN

GRA

BK

BU

BK
ORG

(E) 12 PR—OP TO TRAILER 90R
TO JB1H6—TB5#1,2,4,5

TO FAP1 — MOD8#2,5

TO0 FAP1 — NEW MODULES

(E)27 PR BELDEN CABLE

@

1 1

2 H18-R |2 | YEL

3 | RED-1H34 1H18-BU | 3 | WH

4 | BLU-1H36 H19-R (4| R 21 21

5 | RED-1H35 1H19-BU | 5 | ORG 20 20

6 |BLU-1H35 1H20-R | 6| BK 19 19

7 | RED-1H36 1H20-BU | 7 | BN 18 18

8 | BLU-1H34 H21-R {8 R 17 17

9 | Y-1H59 1H21-BU | 9 | BK 16 16

10 Y-1H59 1H23-R {10| YEL 15 15

11 Y-1H60 1H23-BU | 11| BU 14 14

121 Y-1H60 1H27-R {12] R 13 13

13| RED-1H38 1H27-BU {13 BK 12 12

14| BLU-1H38 1H28-R (14| WH 11 11

15{NOT USED 1H28-BU {15 BN 10 10

16{NOT USED 1H29-R 16| GRN 9 9

17 | BK 1H29-BU {17 BU 8 8

18(R 1H30-R {18 R 7 7

19| GRN 1H30-BU {19 WH 6 6

20 WH 1H31-R {20| BK 5 5

21 RED-1H37 1H31-BU {21 WH 4 4

22| BLU-1H37 O 3 3

23{RED-1H37 2 2

24 BLU-1H37 1 1

25

TO FAP1A—MOD6#2,3,4,5
TO EMCS—90R
H 5/15/09 | AS BUILT RO BY i
G 9/30/08 | AS BUILT CHECKED BY
F | MRC | AD | MCG [8/17/04 | PHASE Ill FIRE ALARM SYSTEM UPGRADE APPROVED BY
E | VDA | MCG | MCG [4/22/02| AS BUILT (#WB3793) CAD FILE PATH
D | VDA | MCG | MCG [02/12/02 | ADDED SMOKE DET’s RMO02A&B 1H33 (#WB3793) SCALE
C LM MCG [07/25/97 | AS BUILT — FIRE & LIFE SAFETY PROJECT. DRAWING. NO. SH
B | RZT | MCG | MCG [03/18/95 {54 25, 41, & 42. FIRE & LIFE SAFETY PROJECT. -
REVISON | DRAWN [CHECKED | APPRD | o [ peviapis PROJET NO.




